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  Abstract- In high voltage insulation systems, a typical defect that 
exists is a void cavity. It is known that voids are a common source 
of  partial  discharge  (PD)  activity  within  an  insulation  system. 
Research on PD activities within a single void in an insulation 
material  has  been  widely  published.  However,  studies  of  PDs 
within insulation containing multiple voids have not been widely 
reported. Thus, a simulation model has been developed in this 
work to attain a better insight of PD events due to multiple voids. 
Two- and three-dimensional model geometries, which consist of 
two spherical voids, arranged in different positions with respect 
to the applied field direction in a dielectric material have been 
developed  using  finite  element  analysis  (FEA)  software.  The 
models have been used to study the electric field distribution in 
the  voids  and  PD  inception  voltage  for  different  distances 
between  the  two  voids,  locations  in  the  material  and  their 
respective sizes. 
 
I.    INTRODUCTION 
 
   A void cavity in an insulation system is a known source of 
partial discharge (PD) activity. PD is an electrical discharge 
phenomenon that only partially bridges the electrodes. Voids 
may exist in random shapes, conditions and positions within 
solid insulation. Research on PD activities within a single void 
in  an  insulation  material  has  been  widely  reported  [1-7]. 
However,  published  studies  of  PDs  within  insulation 
containing multiple voids is less common. Thus, the study of 
PD activities within multiple voids in a dielectric material is 
important. 
   Previous  works  on  PD  activity  within  two  voids  in  a 
dielectric  material  have  been  performed  using  a  two-
dimensional (2D) model geometry [8-10]. From the simulation 
results, it was found that the maximum field in each void is 
lower when both voids are arranged vertically to each other 
with respect to the direction of the applied field. This results in 
a higher PD inception voltage, which has been validated with 
the  measurement  results.  However,  the  measured  AC 
breakdown strength was found to be lower when the two voids 
are  arranged  horizontally  to  each  other  with  respect  to  the 
applied  field  direction.  This  is  due  to  the  reduction  of  the 
effective  material  thickness  in  the  direction  of  the  applied 
field. The field in two voids that are positioned horizontally to 
each other is less likely to be affected by the distance between 
them. 
   In  this  paper,  finite  element  analysis  (FEA)  software  has 
been used to develop a model of two spherical voids, which 
are  arranged  vertically  and  horizontally  to  each  other  with 
respect to the applied field in a dielectric material. The model 
has  been  used  to  study  the  electric  field  distribution  in  the 
voids and inception voltage for different voids arrangements, 
locations in the dielectric material and void sizes. 
 
II.   MODEL GEOMETRY 
 
   A 2D axial-symmetric model geometry has been developed 
to  study  the  electric  field  distribution  within  two  spherical 
voids, which are positioned vertically to each other with the 
direction of the applied field in a dielectric material. Fig. 1 
shows this configuration, which consists of two hemispherical 
voids,  whose  positions  and  sizes  are  varied  along  the 
symmetry axis within a semi-cylindrical dielectric material (10 
mm radius and 4 mm thickness). 
   To study the electric field distribution in two voids which 
are positioned horizontally to each other with the applied field 
direction  in  the  material,  a  three-dimensional  (3D)  model 
geometry has been developed (Fig. 2). The positions of the 
voids are varied along the x-axis. For both model geometries, 
a 50 Hz 20 kV ac sinusoidal voltage is applied to the upper 
electrode while the lower electrode is always grounded. The 
equation used to solve the potential in the model is 
 
σ∇V + ε∇(∂V/∂t) = 0    (1) 
 
where V is the electric potential, σ is the conductivity and ε is 
the permittivity. 
   A  PD  event  is  represented  by  changing  the  void  state  to 
conducting  from  that  of  non-conducting  state,  which  is 
modeled by increasing the whole void conductivity, σvoid from 
zero to a higher value, σvoidPD [7, 11]. The increment of σvoid 
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Fig. 1. 2D axial-symmetric geometry for vertically-arranged voids 
configuration. reduces the field in the void, Evoid until less than the extinction 
field, Eext. Discharge is assumed to affect the whole void. 
   The inception field, Einc, the minimum field level which a 
PD can occur, is calculated using [1, 2, 12] 
 
Einc = 24.2p[1+8.6(pd)
–0.5]                            (2) 
 
where p is the pressure in the void and d is the void diameter. 
Using the FEA model, the applied voltage amplitude at the 
field  in  the  void  equal  to  Einc,  can  be  determined.  Table  1 
shows parameter values that have been used in the simulation. 
 
II.   FEA SIMULATION RESULTS 
 
A.    Electric field distribution 
      The electric field distributions for the vertically-arranged 
voids configuration before and after a PD occurs for different 
distances between two voids are shown in Figs. 3 and 4. The 
field in each  void is uniform before and after a PD occurs 
when the voids are located far from each other (Fig. 3a and 
4a). However, when the two voids are located very close to 
each other, the field in each void is not uniform before a PD 
occurs (lowest at the region that is nearest to each other). This 
is  due  to  a  lower  field  on  void  surface  that  is  directly 
perpendicular to the direction of the applied field. 
   Referring to Figs. 3b and 4b, after a PD occurs in void 1, its 
field is the lowest at the region that is closest to void 2 due to 
less charge accumulation. However, the field in void 2 nearest 
to void 1 surface becomes higher due to the reduction of the 
field in void 1 after a PD occurs. 
   The  electric  field  distributions  for  horizontally-arranged 
voids  before  and  after  a  PD  occurs  for  different  distances 
between the two voids are shown in Figs. 5 and 6. Unlike the 
vertically-arranged voids, the field in the void region that is 
nearest to the other void is highest before a PD occurs (Figs. 
5a and 6a). This is due a higher field in both voids than the 
surrounding material, enhancing the field at the void surfaces 
that are touching each other. 
   After a PD occurs in void 1, the field on the void surface  
closest to each other is lowest (Fig. 6a). A collapse of field in 
void 1 due to a PD event causes the field in void 2 to decrease 
as well. From Fig. 6b, the field in each void is uniform before 
and  after  a  PD  occurs  when  the  two  voids  are  located 
horizontally distance from each other. This yields results that 
are similar to those obtained for a single void in a dielectric 
material [11]. 
 
B.    Field magnitude for different distances between two voids 
   The  distance  between  the  two  voids  is  defined  as  the 
distance between the void centres, where the shortest distance 
is equal to the void diameter, d (0.5 mm). In the absence of a 
PD, when two vertically-arranged voids are positioned further 
from each other, the maximum field magnitude in each void is 
larger due to the reduction of influence between them (Fig. 
7a). It has been shown in Fig. 4b that when the voids are very 
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Fig. 4. Cross-section plot of electric field magnitude along the symmetry axis 
of model geometry in Fig. 1 before and after a PD occurs in void 1; for two 
voids located (a) far and (b) near to each other. 
 
    
(a) 
 
(b) 
      
Fig. 3. Electric field distribution (in kVmm
-1) and equipotential lines in 
vertically-arranged voids configuration before (left) and after (right) a PD 
occurs in void 1 for (a) two voids located far and (b) near to each other. 
 
 
TABLE I 
PARAMETERS USED IN THE SIMULATION 
Parameter  Value 
Material relative permittivity, εrmat
  4.4 
Void relative permittivity, εrvoid  1 
Material conductivity, σmat
  1x10
-13 Sm
-1 
Void conductivity during PD, σvoidPD  1x10
-2 Sm
-1 
Void pressure, p  100 kPa 
Extinction field, Eext  1 kVmm
-1 
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Fig. 2. 3D geometry for horizontally-arranged voids configuration. 
 close to each other, the field on the void surface nearest to 
each other is reduced, yielding a lower field magnitude in the 
centre of each void. 
   However,  for  horizontally-arranged  voids,  when  the 
separation distance is larger, the maximum field in each void 
centre decreases (Fig. 7b). The field in each void is enhanced 
when they are located horizontally closer to each other. The 
field  becomes  constant  after  a  certain  distance  between  the 
two voids as the influence of voids on each other becomes 
less.  
   In general, the maximum field in a void for the vertically-
arranged voids is slightly lower than the horizontally-arranged 
voids configuration. 
 
C.   Field magnitude for different sizes of two voids 
   The  effect  of  different  void  sizes  on  the  field  magnitude 
within a void has been studied by increasing the void 1 radius 
whilst  maintaining  the  void  2  radius  at  0.25  mm  and  both 
voids are positioned closely to each other. From Fig. 8a, the 
maximum field magnitude at the void 2 centre is lower but is 
higher in void 1 when the void 1 radius is larger. This is due to 
less field concentration on the void 2 surface that is closest to 
void 1, resulting in a lower field in void 2. However, the field 
in void 1 is higher as the effect of field in void 2 is greater on 
the field in void 1 because of the higher field concentration on 
void 2 surface. The void 1 radius is smaller than void 2, thus 
the field in void 1 is less than that in void 2. Therefore, when 
two vertically-arranged voids are located close to each other, 
the field in the smaller void will be lower because the field 
concentration on the surface of the larger void is lower. 
   The  simulation  results  obtained  for  two  horizontally-
arranged  voids  are  the  opposite  of  two  vertically-arranged 
voids configuration, as  shown in Fig. 8b. When the  void 1 
radius is larger than the void 2 radius and the distance between 
them are maintained, the maximum field in void 1 is lower but 
the  field in  void 2 is higher. In a larger  void 1 radius, the 
effective area of high field region from void 1 is larger. Thus, 
the effect of its high field on the field in void 2 is stronger, 
resulting in a higher field in void 2. The field in void 1 is 
lower because of the weaker influence of the smaller void 2. 
Therefore, when two horizontally-arranged voids are located 
close to each other, the field in the smaller void will be higher 
as the effect of high field from the larger void is greater. 
   In general, the maximum field in both voids for horizontally-
arranged voids is higher than that of vertically-arranged voids 
for different void sizes. Therefore, the field in each void is 
affected more when the voids are arranged vertically. 
 
D.   Inception field 
   Fig.  9  shows  the  inception  voltage,  Uinc  for  void  2  in  a 
vertically-arranged configuration  when the distance between 
the two voids and the size of void 1 are changed. From Fig. 
9a, Uinc of void 2 decreases before becoming constant as the 
distance between the two voids is increased. The maximum 
field  magnitude  in  void  2  is  higher  (Fig.  7a)  and  a  lower 
applied voltage is required to reach the inception field, Einc, 
which  agrees  with  measurement  results  from  [8].  The 
inception field  only changes with the void size. From Fig. 9b, 
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Fig. 8. Maximum field magnitude in voids 1 and 2 as a function of void 1 
radius for (a) vertically- and (b) horizontally-arranged voids configurations. 
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Fig. 7. Maximum field magnitude in void 1 for different distance between two 
voids for (a) vertically- and (b) horizontally-arranged voids configurations. 
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Fig. 6. Cross-section plot of electric field magnitude along the x-axis of 
model geometry in Fig. 2 before and after a PD occurs in void 1; (a) for two 
voids located near and (b) far to each other. 
 
      
                         (a)            (b) 
      
Fig. 5. Electric field distribution (in kVmm
-1) in two horizontally-arranged 
voids configuration before (a) and after (b) a PD occurs in void 1 for two 
voids located very close to each other. 
 Uinc of void 2 is higher when the void 1 radius is increased 
whilst  keeping  the  void  2  radius  constant.  This  is  due  to  a 
lower  maximum  field  in  void  2  when  the  void  1  radius  is 
larger (Fig. 8a), thus a larger applied voltage is required to 
reach Einc of void 2. 
   The inception voltage for void 2 in a horizontally-arranged 
configuration when the distance between two voids and the 
size of void 1 are changed is shown in Fig. 10. It can be seen 
that the inception voltage of void 2 is higher as the distance 
between the two voids is increased (Fig. 10a). This is due to 
the maximum field magnitude in void 2 being lower, resulting 
in a higher applied voltage being required to reach Einc. This 
again agrees  with the  measurement results presented in [8]. 
When the void 1 radius is increased, Uinc of void 2 decreases 
due to the higher field magnitude in void 2 and thus a lower 
applied voltage is required for Einc to be exceeded. 
 
IV.   CONCLUSIONS 
 
   Using  finite  element  analysis  (FEA)  software,  model 
geometries  which  consist  of  two  spherical  voids  in  a 
homogenous dielectric material have been developed. Studies 
of the electric field distribution in the voids and PD inception 
voltage  for  vertically-  and  horizontally-arranged 
configurations with respect to the applied field direction in a 
dielectric material have been performed using the model. The 
distance between the two voids and their sizes are varied to 
observe the relationship of the electric field in the voids with 
different void conditions. PD behavior within two voids that 
are positioned far from each other is similar to that observed 
for a single void in a dielectric material. 
   However, when two voids are located near to each other in 
the material, the field in each void is significantly affected by 
the other, which may then affect PD occurrences within the 
voids. From the simulation, the field in the voids is strongly 
affected  when  the  vertically-arranged  compared  to  the 
horizontally-arranged  configuration.  The  maximum  electric 
field magnitude is lower but the inception voltage is higher for 
the vertically-arranged voids than horizontally-arranged voids.  
   Other work by the authors has been undertaken to measure 
PD activity for samples containing multiple voids. This work 
is reported in another paper at this conference. 
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Fig. 10. Inception voltage in void 2 for horizontally-arranged voids 
configuration when (a) the distance between two voids 1 and 2 and (b) void 1 
radius are varied. 
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Fig. 9. Inception voltage in void 2 for vertically-arranged voids configuration 
when (a) the distance between voids 1 and 2 and (b) void 1 radius are varied. 
 